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GENERAL FLOOR PLAN NOTES

FLOOR PLAN KEY NOTES

1. CONTRACTOR TO VERIFY ALL DIMENSIONS AND  CONDITIONS SHOWN
ON THE DRAWINGS AT THE JOB SITE AND NOTIFY ARCHITECT OF ANY
OMISSIONS, DISCREPANCIES, AND/OR CONFLICTS BEFORE
PROCEEDING WITH THE WORK.

2. GLAZING AND EQUIPMENT SUPPLIERS SHALL FIELD VERIFY ALL
DIMENSIONS PRIOR TO FABRICATION.

3. DOORS SHOWN ADJACENT TO WALLS ARE TYPICALLY 4" FROM
ADJACENT UNLESS NOTED OTHERWISE.

4. ALL DIMENSIONS ARE TO FACE OF PARTITIONS.

5. ALL EXTERIOR AND EXPOSED INTERIOR TILT CONCRETE JOINTS SHALL
BE CAULKED USING A TWO (2) PART TREMCO DYMERIC
POLYURETHANE OR EQUAL. THE JOINTS SHALL ALSO HAVE A BACKER
ROD BEHIND THE CAULK.

6. EXTERIOR PAINT SYSTEM FOR THE CONCRETE TILT-UP PANELS SHALL
CONSIST OF (1) COAT OF A RESISTANT PRIMER AND (1) COAT OF A
MEDIUM TEXTURE PAINT.  SYSTEM TO CARRY A 10 YEAR WARRANTY.

7. COORDINATE FIRE EXTINGUISHERS LOCATIONS WITH ARCHITECT AND
LOCAL FIRE MARSHALL. LOCATIONS SHALL FOLLOW NFPA 472 AND
ADA GUIDELINES. SEE SHEET LS1.1

KNOCK OUT (K.O.) FOR FUTURE STOREFRONT SYSTEM.

NEW STOREFRONT ENTRANCE

TYPICAL DOCK STAIR AND MAN DOOR.

TYPICAL DRIVE  

TYPICAL OVERHEAD DOOR

TYPICAL MAN DOOR
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ROOF PLAN KEY NOTESGENERAL ROOF PLAN NOTES

1. GALVANIZED METAL ROOF DECK SHALL BE FACTORY PRIMED.  BAR
JOISTS SHALL BE PAINTED WITH GRAY FACTORY PRIMER

2. FLASH MECHANICAL EQUIPMENT AND PENETRATIONS ON  THE ROOF
ACCORDING TO MANUFACTURER'S SPECIFICATIONS.

3. FLASHING AND COUNTER FLASHING FOR ROOF TOP UNITS SHALL BE
COMPLETED IN ACCORDANCE WITH SMACNA

4. 10'-0" MINIMUM DISTANCE ANY VENT TO AIR INTAKE.

5. ALL ROOF AREAS TO BE SLOPED 1/4" PER FOOT MIN. UNLESS NOTED
OTHERWISE.  SEE THE PLANS FOR AREAS OF STRUCTURE SLOPE.

6. ALL PLBG., MECH., ELECT., ETC. ITEMS MOUNTED ON OR
PENETRATING ROOF  MAY NOT BE SHOWN, SEE RESPECTIVE PLANS
FOR LOCATIONS. PENETRATIONS,  ETC. THROUGH ROOF SYSTEM
SHALL COMPLY W/ROOF MANUFACTURER'S  PRINTED INSTRUCTIONS &
STANDARDS.

7. ALL WORK & MATERIALS BELONGING TO & ADJACENT TO ROOF SHALL
BE IN  FULL COMPLIANCE WITH ROOF MANUFACTURER'S STANDARD
INSTALLATION DETAILS  & WARRANTY.

8. PROVIDE CRICKETS ADJACENT TO ALL ROOF-TOP EQUIPMENT, ETC.
(TYPICAL).   MINIMUM 1/4" PER FOOT SLOPE ON ALL CRICKETS.

MECHANICALLY FASTENED OVER 60 MIL WHITE TPO ROOFING
MEMBRANE AND POLYISO RIGID INSULATION (R-30) - TWO LAYERS
OF APPROXIMATELY 2.6", APPROXIMATELY 5.2" TOTAL THICKNESS,
STAGGER LAYERS OF INSULATION OVER SLOPED STRUCTURAL STEEL
OPEN WEB JOISTS AND METAL DECK (TYP). LAP INSULATION JOINTS.
LOCATED OVER AMBIENT WAREHOUSE

OVERFLOW SCUPPER (24" WIDE X 8" HIGH) .

SLOPED STRUCTURE AT 1/4" PER FOOT MINIMUM.

ROOF LADDER.

ROOF DRAIN.  SEE PLUMBING DRAWINGS.
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K.O. K.O.

NORTH ELEVATION1
A2 SCALE: 1" = 40'-0"

100'-0"

FINISHED FLOOR

146'-0"

T.O. PANEL

NORTH ELEVATION1
A2 SCALE: 1" = 40'-0"
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EAST ELEVATION1
A2 SCALE: 1" = 40'-0"

WEST ELEVATION1
A2 SCALE: 1" = 40'-0"

100'-0"

FINISHED FLOOR

142'-0"

T.O. PANEL

8 8 8 84 6 6 4

6 6 61 12

146'-0"

T.O. PANEL

96'-0"

LOADING DOCK

144'-0"

T.O. PANEL

142'-0"

T.O. PANEL

145'-0"

T.O. PANEL

100'-0"

FINISHED FLOOR96'-0"

LOADING DOCK

146'-0"

TOP OF PANEL 142'-0"

TOP OF PANEL

1 1

8 8 8 8
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SOUTH ELEVATION1
A2 SCALE: 1" = 40'-0"

1111111 2 2

888888884 4 4 4 44

4 4 4 4

100'-0"

FINISHED FLOOR

142'-0"

T.O. PANEL

141'-0"

T.O. PANEL

143'-0"

T.O. PANEL

K.O.K.O. K.O. K.O.

ELEVATION KEY NOTES
SCHEDULED DOOR AND FRAME. RE: FLOOR PLANS AND DOOR
SCHEDULE.

SCHEDULED OVERHEAD DOOR WITH MECHANICAL DOCK LEVELERS. RE:
FLOOR PLANS AND DOOR SCHEDULE.

SCHEDULED DRIVE-  

KNOCK-OUT PANEL FOR FUTURE STOREFRONT SYSTEM.

PAINTED CONCRETE TILT-UP PANEL, RE: STRUCTURAL FOR ADDITIONAL
INFORMATION.

INSULATED GLAZING IN ALUMINUM WINDOW SYSTEM.

DOCK STAIR WITH HANDRAILS AND GUARDRAILS.

NEW 4'X6' CLERESTORY WINDOWS

1

2

3

4

5

6

7

FINISH SCHEDULE

P-1 SHERWIN WILLIAMS:
TBD

P-2 SHERWIN WILLIAMS:
TBD

P-3 SHERWIN WILLIAMS:
TBD

P-4 SHERWIN WILLIAMS:
TBD

P-5 SHERWIN WILLIAMS:
TBD

8

01.07.2022

03.07.2022

A5.0
EXTERIOR ELEVATIONS
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 DOOR. RE: FLOOR PLAN AND DOOR SCHEDULE.-UP 
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