
RIVER   STREET

GREENVILLE POND

S

S

S
H

IR
L

E
Y

 M
C

A
F

E
E

NATIVE SOIL

FLOW

12" OVERLAP ON ENDS

STRAW WATTLES

EVERY 4'

2"X2"X3' STAKES

1 inch =     ft.

( IN FEET )

GRAPHIC SCALE

DETAIL OF HOLDING SYSTEM

SCALE = NONE

H-20 RATED

2,500 GALLON

T
IG

H
T

 T
A

N
K

 P
L

A
N

JA
SO

N
 D

.
D

U
B

O
IS

, P
.E

.
JE

R
E

M
Y

 S
.

C
R

O
T

E
A

U
, P

.L
.S

.
P

R
O

F
E

SS
IO

N
A

L
 

L
A

N
D

 S
U

R
V

E
Y

O
R

L
IC

.
M

A
.

N
O

.:
48

72
2

NORTH

P
R

O
F

E
SS

IO
N

A
L

 
E

N
G

IN
E

E
R

L
IC

.
M

A
.

N
O

.:
48

72
4

D
C

E
N

G
I
N

E
E

R
I
N

G
&

S
U

R
V

E
Y

I
N

G
 
I
N

C
.

C
H

A
R

L
T

O
N

,
 
M

A

ENW

R
E

F
E

R
E

N
C

E
 
M

E
R

I
D

I
A

N

S

ENW

M
A

S
P

C
S

 
N

A
D

 
8
3

HOLDING TANK

20

AutoCAD SHX Text
Bench Mark Nail In Tree El. 761.87 

AutoCAD SHX Text
Bench Mark Nail In Tree El. 764.19

AutoCAD SHX Text
Asphalt Driveway

AutoCAD SHX Text
Shed

AutoCAD SHX Text
Deck

AutoCAD SHX Text
Existing House #102 Fin Flr. 764.54

AutoCAD SHX Text
El. 759.0± 10-3-2022 

AutoCAD SHX Text
Patio

AutoCAD SHX Text
Well

AutoCAD SHX Text
760

AutoCAD SHX Text
760

AutoCAD SHX Text
760

AutoCAD SHX Text
760

AutoCAD SHX Text
761

AutoCAD SHX Text
761

AutoCAD SHX Text
761

AutoCAD SHX Text
761

AutoCAD SHX Text
762

AutoCAD SHX Text
762

AutoCAD SHX Text
763

AutoCAD SHX Text
763

AutoCAD SHX Text
764

AutoCAD SHX Text
764

AutoCAD SHX Text
S

AutoCAD SHX Text
PROPOSED  2,500 GALLON H-20 RATED SEPTIC TANK. 

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
4"  SCH 40 PVC PIPE CONTRACTOR TO VERIFY BUILDING INVERTS

AutoCAD SHX Text
EROSION CONTROL BARRIER

AutoCAD SHX Text
PLUMBING ADJUSTMENTS REQUIRED TO RE-ROUTE INTERIOR PLUMBING TO NEW LOCATION AT INVERT ELEVATION 761.66±

AutoCAD SHX Text
S

AutoCAD SHX Text
EXISTING CESSPOOL TO BE PUMPED, CRUSHED, & ABANDONED PER TITLE V & TOWN REQUIREMENTS

AutoCAD SHX Text
100' Well Radius

AutoCAD SHX Text
50' Well Radius

AutoCAD SHX Text
10-11-2022

AutoCAD SHX Text
1'=20'

AutoCAD SHX Text
22-216

AutoCAD SHX Text
S-1

AutoCAD SHX Text
102 RIVER STREET

AutoCAD SHX Text
LEICESTER, MA 01524

AutoCAD SHX Text
SCALE: NONE

AutoCAD SHX Text
EROSION CONTROL BARRIER

AutoCAD SHX Text
B-C

AutoCAD SHX Text
A-C

AutoCAD SHX Text
AS-BUILT TIES

AutoCAD SHX Text
POINTS  DIST.

AutoCAD SHX Text
%%U AS BUILT INFORMATION

AutoCAD SHX Text
B-F

AutoCAD SHX Text
B-E

AutoCAD SHX Text
A-F

AutoCAD SHX Text
B-D

AutoCAD SHX Text
A-E

AutoCAD SHX Text
B-G

AutoCAD SHX Text
B-H

AutoCAD SHX Text
A-H

AutoCAD SHX Text
A-G

AutoCAD SHX Text
A-D

AutoCAD SHX Text
SYSTEM INSPECTION DATE:

AutoCAD SHX Text
SYSTEM CONSTRUCTED BY:

AutoCAD SHX Text
W

AutoCAD SHX Text
PT

AutoCAD SHX Text
TP

AutoCAD SHX Text
BOUND

AutoCAD SHX Text
SYMBOL KEY

AutoCAD SHX Text
 STONE WALL

AutoCAD SHX Text
WELL

AutoCAD SHX Text
TEST PIT

AutoCAD SHX Text
IRON PIPE

AutoCAD SHX Text
UTILITY POLE

AutoCAD SHX Text
DRILL HOLE

AutoCAD SHX Text
PERC TEST

AutoCAD SHX Text
BENCH MARK

AutoCAD SHX Text
0

AutoCAD SHX Text
GENERAL  NOTES

AutoCAD SHX Text
TANK TO BE SET ON 6" MIN. COMPACTED 

AutoCAD SHX Text
3/4" 1-1/2" GRAVEL BASE

AutoCAD SHX Text
BITUMINOUS DAMP PROOFING

AutoCAD SHX Text
OR EQUAL TO BE APPLIED TO

AutoCAD SHX Text
ENTIRE TANK EXTERIOR PRIOR

AutoCAD SHX Text
TO INSTALLATION.

AutoCAD SHX Text
GROUT AROUND PIPE 

AutoCAD SHX Text
AT ALL CONNECTIONS

AutoCAD SHX Text
4"   SCH40 PVC PIPE

AutoCAD SHX Text
LIQUID LEVEL

AutoCAD SHX Text
FRAME TO BE SET IN FULL MORTAR BED

AutoCAD SHX Text
(2) STANDARD MANHOLE FRAME & COVER TO FINISH GRADE

AutoCAD SHX Text
SLOPE 2% MIN. LOAM & SEED

AutoCAD SHX Text
BRICKS MAY BE USED TO ADJUST FRAME TO FINISH GRADE

AutoCAD SHX Text
12" MIN. COVER

AutoCAD SHX Text
INV. ELEV.: 761.0±

AutoCAD SHX Text
WARNING DEVICE (AUDIO AND VISUAL ALARM)  TO BE GOULDS ALS 4-1 OR EQUAL & TO BE SET ON OUTSIDE OF HOUSE

AutoCAD SHX Text
WATER PROOF ELECTRICAL BOX

AutoCAD SHX Text
14-3 ELECTRICAL WIRE

AutoCAD SHX Text
MERCURY LEVEL CONTROL FLOAT  SWITCH TO BE GOULDS ALS 2-3 OR EQUAL (ALARM TO BE SET TO  SOUND WHEN TANK REACHES 3/5 CAPACITY)

AutoCAD SHX Text
FINISH GRADE ELEV.

AutoCAD SHX Text
ADDITIONAL REQUIREMENTS PRIOR TO SUBMITTING TO BOH.

AutoCAD SHX Text
3.) MAINTENANCE CONTRACT TO BE SUBMITTED TO BOARD OF HEALTH

AutoCAD SHX Text
2.) SAID SEWAGE TREATMENT PLANT MUST BE ACCEPTABLE TO DEP.

AutoCAD SHX Text
SEWAGE TREATMENT PLANT STATING THEY WILL ACCEPT SEWAGE FROM

AutoCAD SHX Text
1.) PUMPING CONTRACTOR MUST SUPPLY A LETTER FROM APPLICABLE

AutoCAD SHX Text
THIS SYSTEM

AutoCAD SHX Text
ALL WORK TO BE CONCEALED, MUST FIRST BE APPROVED BY HEALTH AGENT

AutoCAD SHX Text
BEFORE SYSTEM MAY BE COVERED. SEPTIC TANK TO BE SET LEVEL &

AutoCAD SHX Text
WATER TIGHT. PIPE FROM HOUSE TO SEPTIC TANK TO BE WATER TIGHT.

AutoCAD SHX Text
COVER ON HOLDING SYSTEM TO BE CROWNED TO PREVENT SURFACE WATER

AutoCAD SHX Text
FROM SETTING ON SYSTEM.

AutoCAD SHX Text
PUMPING CONTRACTOR TO BE LICENSED BY LOCAL BOARD OF HEALTH.

AutoCAD SHX Text
PLACE OF DISPOSAL TO BE APPROVED BY LOCAL BOARD OF HEALTH

AutoCAD SHX Text
PUMPING CONTRACTOR TO BE NOTIFIED IMMEDIATELY WHEN ALARM SOUNDS

AutoCAD SHX Text
TANK TO BE PRESSURE TESTED FOR WATER TIGHTNESS LIFT HOLES

AutoCAD SHX Text
MUST BE PLUGGED.

AutoCAD SHX Text
TYPE OF ESTABLISHMENT       

AutoCAD SHX Text
DESIGN FLOW                 

AutoCAD SHX Text
TIGHT TANK CAPACITY        

AutoCAD SHX Text
DESIGN        CRITERIA

AutoCAD SHX Text
PUMPING CONTRACTOR

AutoCAD SHX Text
PROPOSED DISPOSAL AREAS

AutoCAD SHX Text
12'-11"

AutoCAD SHX Text
6'-5"

AutoCAD SHX Text
RESIDENTIAL - 1 BEDROOM (PER ASSESSOR)

AutoCAD SHX Text
500%%% OF 110 GPD = 550 GALLLONS

AutoCAD SHX Text
UPLIFT CALCULATION: 12.83' x 6.83' x 4.5' x 62.4LB/C.F. = 24,606 LB. WEIGHT OF TANK: 21,750 LB. (PER SHEA CONCRETE) WEIGHT OF SOIL BACKFILL 1.50'(COVER) x 12.83' x 6.83' x 40LB/C.F. = 5,257 LB 27,008 LB > 24,606 LB  OK 

AutoCAD SHX Text
BOUYANCY CALCULATION

AutoCAD SHX Text
WARNING DEVICE MAY BE PURCHASED FROM SCOTT ASSOCIATES INC. 

AutoCAD SHX Text
(1-617-365-6341)

AutoCAD SHX Text
TIGHT TANK TO BE PRECAST CONCRETE AS PER MASS. STATE CODE TITLE 5

AutoCAD SHX Text
(TO BE ASSIGNED BY OWNER)

AutoCAD SHX Text
(TO BE ASSIGNED BY OWNER)

AutoCAD SHX Text
WATER TO BE SUPPLIED BY OWNER

AutoCAD SHX Text
3'-0"

AutoCAD SHX Text
110 GPD PER BEDROOM = 110 GPD

AutoCAD SHX Text
2,000 GALLON MIN TANK REQUIREMENT

AutoCAD SHX Text
INSPECTIONS REQUIRED FOR ASBUILT CERTIFICATION

AutoCAD SHX Text
THE PROPOSED PROJECT DOES NOT FALL WITHIN A FLOOD HAZARD ZONE.

AutoCAD SHX Text
THE PROPOSED SITE IS SUBJECT TO THE WETLANDS PROTECTION ACT.

AutoCAD SHX Text
ALL SITE WORK AND MATERIALS SHALL BE IN COMPLIANCE WITH TITLE 5 OF THE

AutoCAD SHX Text
    STATE ENVIRONMENTAL AND THE LOCAL BOARD OF HEALTH

AutoCAD SHX Text
ANY CONDITIONS DURING CONSTRUCTION THAT DIFFER FROM THOSE ENCOUNTERED

AutoCAD SHX Text
    DURING TESTING SHALL BE REPORTED TO DC ENGINEERING & SURVEYING INC. AND

AutoCAD SHX Text
    THE LOCAL BOARD OF HEALTH IMMEDIATELY.

AutoCAD SHX Text
    RULES AND REGULATIONS.

AutoCAD SHX Text
DIG SAFE TO NOTIFIED PRIOR TO CONSTRUCTION AT 1-888-DIGSAFE.

AutoCAD SHX Text
INSTALL MAGNETIC TAPE OVER ALL SYSTEM COMPONENTS. 

AutoCAD SHX Text
HYDRAULIC CEMENT IS REQUIRED TO SEAL ALL CONNECTIONS.

AutoCAD SHX Text
DIG-SAFE 

AutoCAD SHX Text
PHONE # 877-344-7233

AutoCAD SHX Text
GROUND WATER ASSUMED TO BE AT POND WATER

AutoCAD SHX Text
LOT LOCUS SCALE: NONE

AutoCAD SHX Text
102 RIVER STREET

AutoCAD SHX Text
LEICESTER, MA 01524

AutoCAD SHX Text
SITE ADDRESS:

AutoCAD SHX Text
CLIENT:

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
DATE:

AutoCAD SHX Text
DWG. NO.:

AutoCAD SHX Text
PROJECT #:

AutoCAD SHX Text
CK'D BY

AutoCAD SHX Text
JDD

AutoCAD SHX Text
DRAWN BY:

AutoCAD SHX Text
JDD

AutoCAD SHX Text
REV #:

AutoCAD SHX Text
0

AutoCAD SHX Text
DATE

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
NO.

AutoCAD SHX Text
508-769-6659 508-341-2127 

AutoCAD SHX Text
SUBJECTUBJECT

AutoCAD SHX Text
PLEASANT ST

AutoCAD SHX Text
LEVEL AT TANK LOCATION

AutoCAD SHX Text
10

AutoCAD SHX Text
80

AutoCAD SHX Text
40

AutoCAD SHX Text
20

AutoCAD SHX Text
20

AutoCAD SHX Text
2% SLOPE

AutoCAD SHX Text
LOCAL UPGRADE APPROVAL REQUIRED FOR TANK TO BE LESS THAN 50' TO EXISTING WELL; 24' PROVIDED

AutoCAD SHX Text
LOCAL UPGRADE APPROVAL REQUIRED FOR TANK TO BE LESS THAN 10' TO PROPERTY LINE; 4.7' PROVIDED

AutoCAD SHX Text
CHARLTON ST

AutoCAD SHX Text
RIVER ST

AutoCAD SHX Text
GREENVILLE CIR


	Sheets and Views
	Layout1


